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DIAGRAM IS SET UP FOR 120 VOLT WIRING

BETTER 
DISCRIPTION OR 
CALL OUT FOR 
AUTO RETURN 
BUTTON WOULD 
BE NICE. WHERE 
IN OUR MANUAL 
IS THE 
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FOR MOUNTING 
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AT THE AUTO 
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SHUT OFF, WITH 
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HOW TO RELEASE 
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SWITCH 2 / LIMIT SWITCH AUTO RETURN? WHERE IN THE 
INSTALL MANUAL DOES IT SHOW AUTO RETURN SWITCH 
INSTALLED?
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